
                            

 

Borden Parish Hall Report 

 

1. The Gents’ toilet cubicle door had been pulled off the 

fixing panel. The contractor was called out and it was 

refitted. 

2. The bottom seal strip on the rear fire door has been 

replaced and stuck in position. The contractor also 

repaired the Barrow Room window seal that had 

opened up on the outside. 

3. The leak in the chair store cupboard is awaiting repair of 

the hole in the roof lining caused by the solar panel 

fixings. 

4. The heaters in the main hall have been checked, and a 

gas safety check also carried out. 

5. The front door lock has been refitted by the contractor, 

and is now more secure.  

 

John Hepburn 

Borden Parish Hall 

 

 

 


